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Photo of a large pond in San Juan, Texas covered by water

tacinths to help improve water quality. Inserts depict water

/acinths being harvRsted from the Disneyworld water hyacinths

Jsting facility at Lake Buena Vista, Florida and a duckweed

)vered treatment pond near North Biloxi, Mississippi.
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AQUATIC PLANT PROCESSES: SESSION SUMMARY

Presentations in this session covered wastewater treatment utilizing vas-

cular aquatic plants with water hyacinth (Eichhornia crassi]_es) being the

predominate plant discussed. The potential of more cold tolerant plants

such as duckweed for treating domestic wastewater was briefly discussed.

Results of these studies clearly demonstrate the potential of higher plants

in both domestic and industrial wastewater treatment. Wastewater lagoons

are the most popular and inexpensive method of treating domestic wastewater

in small conTnunities. Data on upgrading sewage lagoons in Mississippi and

Texas presented during the seminar demonstrated the potential for using

this technology for improving the performance of lagoons located in warmer

regions of the United Stqt_s. Potential problems associated with using

water hyacinth to upgrad= _=w=g= lagoons were Identified along with sug-

gested solutions.

When plant coverage is complete, single cell lagoons with BOD 5 loading

rates in excess of 40 kg/ha/day without aeration are subject to producing

odors, especially at night when the plants are not photosynthesizing. Multi-

celled lagoons with surface aerators in the raw sewage cell and single cell

lagoons with m_ximum BOD 5 loading rates of 30 kg/ha/day'are the best candi-

dates for upgrading these lagoons using water hyacinth or duckweed.

Data on the use of water hyacinth for tertiary treatment in Florida was

presented. The data suggest that all parameters for tertiary treatment

with the possible exception of phosphorus can be met in south Florida

using approximately one acre of water hyacinth per 379 m3/day of wastewater

eifluent from an activated sludge plant. Because the ratio of N_P in water

hyacinth plant tissue is approximately 6:1 and the ratio in wastewater

approximately 3:1, nitrogen Is depleted first and becomes a limiting factor

b_fore the phosphorus is reduced below I mg/l.

Et_gineering data was also given for designing optimal water hyacinth and

duckweed sewage treatment systems to achieve secondary and possibly tertiary

treatment quality in small communities.

B. C I. Wolverton, Ph.D.

4/28_,80
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ENGINEERINGDESIGNDATAFORSMALLVASCULARAQUATIC
PLANT WASTEWATER TREATMENT SYSTEMS

B. C. Wolverton, National Space Technology Laboratories, ERL, NASA,

NSTL Station, Mississippi 39529

A general background of the research findings of the National Aero-

n.mtics and Space Admi,t_ti_'n's Vascular Aquatic Plant Program us,ilg

higher plants such as t_e water hyacinth (Eichhornia c_ssipes) and duck-

we_d (Lemna sp. and Spirodela sp.) to treat domestic wastewater is pre-

_;,,[_ted. New data on a small two cell lagoon system using only duckweed

is included. Further laboratory experiments were conducted to correlate

Btli>,_removal with known wet masses of wager hyacinths. The data from

these experiments with domestic wastewater indicates that an average

total BOD 5 removal rate of 4.0 mg BODs/gram _FW (wet weight) could be

achieved with a seven day retention time. W"nen a phenol solution is sub-

stituted for the wastewater, the average total BOD 5 removal is 3.5 mg

BObs/gram WW (wet weight) in seven days. This data along with the re-

sults of the previous field experiments is used to develop design crite-

ria for small domestle wastewater treatment systems servicing a maximum

oJ },000 people. The oriteria for these systems addresses the problems

o! BoI)5 reduction, total suspended solids reduction, odor control, and

sludg_ accumulation.

INTRIIDUCTION

In the United States, wastewater lagoons are the most popular and

inL.xpensive method of treating domestic wastewater in small communities.

lhousands of these lagoons exist throughout the United States for treat-

ing domestic sewage and various type animal and industrial wastewaters.

Wa_tL, waGer treatment ?a_oon_ _ary from single to multiple celled systems.

Some of the earlier sewage lagoons were improperly designed and construc-

ted causing short circuiting, reducing the effective detention time and

contributing to high BOD and suspended solids in the lagoon effluent.

Today sufficient inforn_tion is available to provide a basis for r_tional

d_sign and construction of wastewater treatment lagoons. For in depth

information on wastewater treatment lagoons see 61oyna, I Middlebrooks 2

and Oswald. _'_ Lagoon systems constructed in recent years are usually

effective in BOD reduction; however, excess algae can still cause high

suspended solids in the lagoon effluent during warm, summer months.
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NASA at the Na_ion, l. q_ace Technology Laboratories (NSTL) has been

using higher plants for five years to upgrade wastewater treatment la-

goons and treat chemical wastewaters. 5'6'7 NSTL has also been conducting

studies directed toward using higher plants to recycle waste in future

space stations. The controlled use of higher plants such as water hya-

cinths (Eichhornia c_asslpes) and duckweeds (SpiPodcZa sp., L_.n_a sp. and

WoZffia sp.) in conjunction with waste stabilization ponds not only in-

creased the BOD removal capacity of these systems, but also reduced the

high total suspended solids normally associated with sewage lagoons.

Higher plants reduce suspended solids in lagoon effluents by reducing al-

gae which make up a large portion of the suspended solids. Nitrogen,

phosphorus, potassium, sulfur, calcium and other minerals can be removed

from domestic sewage by harvesting the plant biomass. This harvested

plant material is also a potential source of energy, fertilizer, feed,

food and other products.

One important question about the design of vascular aquatic plant

waste treatment systems that has not fully been determined or fully

understood yet is the BOD removal rate that can be expected for this type

system. The experiments in this report were designed to address this

unknown and achieve reproducible and quantitative answers to this ques-

tion. Results of these experiments and previous field studies were com-

bined to develop design parameters for energy-efficient waste treatment

s_:stems for small communities using vascular aquatic plants.

BACKGROUND

In addition to upgrading all wastewater treatment systems at NSTL

using water hyacinths and duckweeds, NASA has conducted several field

studies with local communities in South Mississippi dir6cted toward im-

proving their lagoon systems using higher plants. Systems described here

will include two single cell lagoons, one at NSTL and one at Lucedale,

Hississlppi, and two multi-cell lagoons at Orange Grove and Cedar Lake

developments at Gulfport and Biloxl, Mississippi, respectively.

The single cell lagoon at NSTL has a surface area of 2 hectares and

an average depth of 1.22 meters. The average flow rate of 475 m3/day

rc_;ulted in a detention time of approximately 54 days. The BOD 5 loading

rate in this lagoon averages 26 kg/ha/day, which constitutes a relatively.

light load. Before water hyacinths were added to this lagoon, the raw

sewage entering at the center of the system averaged 91 mg/l BOD 5 and

70 mg/I total suspended solids (TSS) with effluent averages of 17 mg/l

BOD 5 and 49 mg/l TSS. Concentrations of BOD 5 and TSS during a 14 month

water hyacinth covered study period were: influent BOD 5 llO mg/l and TSS

97 mg/I, and effluent BOD 5 7.4 mg/l and TSS IO mg/l. 6 Plants harvested

from this lagoon contained 2.73% kJeldahl nitrogen and 0.45% total phos-

phorus (dry plant weight).

A single cell facultative lagoon located at Lucedale, _ssissippi

was studied extenslvely with and without water hyacinth coverage. This

lagoon has a surface area of 3.6 hectares (9 acres) and an average depth

of 1.73 meters. Lagoon effluent flow rates during I00% water hyacinth

coverage averaged 935 m3/day. The BOD 5 loading rate was 44 kg/hectare/

day. Before water hyacinths were added to this lagoon, the raw sewage

entering averaged 127 mg/l BOD 5 and 140 mg/l TSS with effluent averages

of 57 mg/I BOD 5 and 77 mg/l TSS. Concentrations of BOD 5 and TSS during
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the study period with complete plant coverage were: influent, 161 mg/l

BOD 5 and 125 mg/1TSS; effluent, 23 mg/1BOD 5 and 6 mg/l TSS. With com-

plete water hyacinth coverage thls lagoon was almost entirely anaerobic

with only traces of dissolved oxygen near the surface in the plant root

zone. This condition produced odors at night when the plants were not

photosynthesizing. The BOD 5 loading rate of 44 kg/hectare/day produced

odors at night from this lagoon; whereas, a loading rate of 26 kg/hectare/

day in the NSTL lagoon produced a relatively odor fre_ system when cov-

ered with water hyacinths. Plants harvested from this system contained

3.56% k]eldahl nitrogen and 0.89% total phosphorus (dry plant weight).

A complex lagoon system at Orange Grove, Mississippi was used for

conducting a 12 month study with water hyacinths in effluent from aerated

lagoons. 9 This system consisted of two large aerated lagoons followed by

three parallel unaerated lagoons. The flow rate into the water hyacinth

covered lagoon averaged I000 m3/day. This lagoon had a surface area of

0.28 hectare and an average depth of 1.83 m. The flow rate resulted in

t .... z _ 6.8 days. The BOD 5 of the influent e_ter-an average dete_tlon _

ing this lagoon averaged 50 mg/1 with an annual effluent average of 14

mg/1. The total suspended solids entering averaged 49 mg/l with an ef-

fluent average of 15 mg/l. A parallel, control lagoon without water hya-

clnth demonstrated effluent concentrations of 37 mg/l BOD 5 and 53 mg/l

TSS. Freezing temperatures occurred during this 12 month study period

ki!llng the tops of the plants, and the decay of this large amount of

biomass elevated the BOD 5 and TSS levels in the effluent during the

months of January, February, and March. However, the water hyacinth cov-

ered lagoon stlll maintained the low effluent BOD 5 and TSS averages well

below the permit levels of 30 mg/l each. Because of the 1.83 m (6 ft)

depth, the dissolved ofygen averaged 2.0 mg/I in the effluent but was

increased to 5 mg/l following a 0.91 m (3 ft) drop to a drainage ditch.

Plants harvested from this system contained a 3.74% kjeldahl nitrogen and

0.85% total phosphorus (dry plant weight). Evapotransporation rates can

be expected to reach as high as 40% of the total influent volumes per day

during hot summer months. This characteristic was not considered in the

interpretation of these field studies; therefore, the effluent BOD 5 and

TSS concentrations should be up to 40% less during the summer months.

A fourth system which is still being studied is a two cell lagoon

system located at Cedar Lake development in North Biloxi, Mississippi. '

This system shown in Figure I has been in operation for 9 years. It has

been receiving its present load of approximately 49.2 m3/day (13,000 gal/

day) from 51 homes for 7 years. This system was designed as a conven-

tlonal, two cell lab?on "_!th_aeration in the first cell. The first cell

has a surface area of approximately 0.08 hectare (0.20 acre) and an

average depth of 2.4 m (8 ft). The average flow rate of 49.2 m3/day

results in a detention time of approximately 3b days. The BOD 5 loading

in this lagoon is approximately 128 kg/ha/day (i|4 ib/ac/day). The

sc_'ond cell has a surface area of 0.07 hectare (0.18 acre) and an aver-

age depth of- 1.5 m C5 ft) with a detention time of approximately 22 days.

Four years ago duckweed coverage of the second, unaerated cell occurred

through natural means, and NSTL started monitoring this system in April

1979. Prior to this date monitoring had not been conducted; therefore,

background data without duckweeds is not available at this time. In May

approximately 50% of the duckweed coverage was removed for the first

time in four years. The 5 hp surface aerator in the first cell was re-

duced to operating only at night. From May to December 1979 (see Table I)
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"_'5 HP/FLOATING AERATOR

USED ONLY AT HIGHT

ALGAE-

SURFACE

DUCKWEE
COVER

.08 ha surface (.20 acre),

2.4 m deep (8 ft)

.07 ha surface (0.18 acre),

1.5 m deep (5 ft)

ANAEROBIC EFFLUENT

.91 (3 ft)
m drop

AEROBIC

Figure 1..Sewage Lagoons Serving Approximately 200 People--Cedar Lake
Development Blloxl, Miss.
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the raw sewage entering the aerated cell averaged 191 mg/l BOD5 and 230

mg/l TSS. Average influent and effluent concentrations of BOD 5 and TSS

of the second duckweed-covered cell were: influent, 35 mg/l BODs; efflu-

ent 15 mg/l BODs; Influent, 155 mg/l TSS; effluent, 14 mg/l TSS. The

duckweed coverage on the seco_@ cell averaged 2 cm in depth producing an

odor free anaerobic system 24 hours a day. The effluent dissolved oxygen

concentration was 0.5 mg/l leaving the lagoon, but increased to 5 mg/l

after dropping 0.91 m (3 it) to a drainage ditch.

R'IiMOVAL OF BIOCHEMICAL OXYGEN DEMANDING (BOD)

SUBSTANCES BY HIGHER PLANTS

From field studies' data where water hyacinths were grown in domes-

tic sewage lagoons, one can readily see that an additional reduction in

BOD is taking place that can be attributed to the plants. 6'e Because of

the nature of most sewage lagoons with their long detentlon times and

comp]ex microbial make-up, controlled laboratory studies are desirable on

B_)I) removal rate to obtain more exact quantitative data. Laboratory

,;tudius were conducted at NSTL under wide spectrum growth lights with 14

h.)ur photoperiods in an effort to obtain more exact BOD data. Phenol, an

organic chemical, was also used in these studies to further demonstrate

the ability of water hyacinths to absorb, metabolize and remove BOD in a

similar manner to microorganisms. Do_stlc wastewater consists of a com-

plt_x mixture of chemicals including phenol and related organics. The Inl-

tiol volumes of raw sewage or phenol solutions were varied in order to

vary the depth and surface to volume ratio. Some containers were left

free of water hyacinths as controls to determine the bacterial contribu-

tion-to BOD removal. In order to assure the same type of bacteria would

bt_ l_reaent in the controls tbet were a_sociated with the water hyacinth

roots, the plant roots were first dipped in all control solutions for

bacterial seeding. Total bacterial counts and 5-day biochemical oxygen

dt,mands (BOD 5) were analyzed according to Standard Methods. _°

Rt_sults of these experiments are sho_a in Tables 2-4. This data in-

dicates that the water hyacinth alone can be expected to reduce BOD 5 of

domestic sewage by an average of 1.5 mg BOD 5 per gram of plant mass (wet

wt_Ight) with liquid detention times of 6 to 7 days. Water hyacinth_ and

microorganisms together can be expected to remove an average of 4.0 mg

BOD5/gram plant mass (WW) with the same detention times.

The ability of water hyacinths to remove BOD 5 produced by other sub-

stances such as phenol is demonstrated in Table 4. Thls data indicates

that water hyacinths and microorganisms can remove 3.5 mg BOD5/gram plant

mass (WW) from aqueous solutions in 7 days containing !00 mg/l phenol.

The BOD 5 removal due entirely to the water hyacinth was 1.4 mg BOD5/gram

plant mass (WW). These values are consistent with those found with do-

m_ttc sewage.
These BOD removal rates were achieved with daily growth rates of 3-

4;g; whereas, field studies have shown average daily growth rates as high

a_ 6% when watffr hyacinths were grown in sewage lagoons in South Missis-

sippl. _ The BOD and suspended solids removal rates are not entirely de-

pundcnt on growth and harvesting rates; whereas the removal of nutrients

su_h as nitrogen and phosphorus is dependent on these variables. The BOD

removal rate is dependent on root absorption and metabolic functions; the

suspended solids reduction appears to be associated with algae elimina-
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tlon prior to disc_.ar_r_.

DESIGN PROPOSAL FOR DOMESTIC WASTEWATER TREATMENT

SYSTEMS USING HIGHER PLANTS

Field and laboratory data collected during the past five years at

NSTL indicate that a combination of conventional sewage technology and

the controlled growth of higher plants such as the water hyacinth and

duckweed can produce cost effective, advanced wastewater treatment sys-

tems in warm to moderate climate zones. Proposed designs for sewage la-

goons using water hyacinths and duckweeds to treat domestic wastewater

for small communities of 500 people or less is shown in Figure 2. The

same type system for treating wastewater for communities of I000 to 3000

people is shown in Figure 3. In arriving at the following proposed de-

sign characteristics, four problems had to be addressed: (I) sludge ac-

cumulation, (2) odor control, (3) BOD reduction, and (4) tgtal suspended

solids removal. Nitrogenand phosphorus removal must also be considered

if tertiary treatment is required.

In order to minimize sludge handling problems, deep lagoons approxi-

mately 3 m (I0 it) in depth, with small surface areas appear to be the

tnt_st practical method for initial treatment and sludge collection. Ducp

lagoons receiving raw sewage have advantages and disadvantages. These

lagoons act as anaerobic digesters, producing foul odors due to the lib-

,.ration of hydrogen sulfide gas during the sewage digestion process.

Approximately l14g (0.2_ _b) of slude per person is generated daily in

d_,mestic sewage. The total settled solids in sewage can be reduced by

4i)-50% and given off as gases if the sludge is anaerobically digested. _

Yearly sludge accumulation per person after anaerobic digestion is ap-

proxi,_itcly 23 kg (51 Ibs). The proposed design in Figure 2 should allow

approximately I00 years of operation with 500 people before presenting a

sludge removal problem. The design in Figure 3 should operate for ap-

proximately 30 years wlth 3,000 people before sludge removal Is needed.

Anaerobic digestion for the initial treatment of raw sewage not only

reduces the sludge solids, but also reduces the complexity of BOD suh-

_,tances and the concentration of toxic heavy metals when present. Sul-

_ides produced during anaerobic digestion will react with soluble heavy

m_,tal ions to form a metallic sulfide precipitate that is relatively in-

_|ublc at pH near 7.0. Approximately 1.8 to 2.0 mg of hffavy metals can

bt: precipitated as metal sulfides by 1.0 mg of sulfide (S-). l

[n order to eliminate odor emission when anaerobic treatment is

used in the first step, it is essential for the first lagoon to. contain

a photosynthetic aerobic zone, mechanically aerated surface zone, sur-

face sealer, or a combination of these features. The most reliable

means of assuring an aerobic surface zone for odor control appears to be

the limited use of surface aerators. Studies in Mississippi with the

system depicted in Figure I have shown that the use of surface aerators

during dark hours and photosynthetic algae during daylight hours effec-

tively controls odors with minimum aeration cost. A limited amount of

r_scarch has been conducted by NASA on the use of duckweed a_; a photo-

_ynthetic surface sealer for small anaerobic lagoons. The use of duck-

weeds would eliminate the energy requirements of supplemental mechanical

aeration. BOD 5 reductions in excess of 70% at hydraulic detention

times of 1.2 days in anaerobic ponds was noted by Oswald et al. _ Deten-

tion periods of up to 5 days were recommended to compensate for
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"_'5 HP FLOATING AERATORS

0.20 ha surface (0.5 acre),

3.05 m deep (I0 ft)

7
EC

C'4

ou_

Ju

r

4 182.9 m (600 ft)

WATER HYACINTHS

.91 m deep (3 ft)

WATER HYACINTHS

WATER HYACINTHS EFFLUENT

}igure 3. Water Hyacinth Sewage Treatment System Which Will Achieve Secondary

to Tertiary Treatment Levels for Wastewater from I000 z 3000 People.
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"X'5 HP/FLOATING

/COVERED _ I "_'''_ \

Anearobic Ponds

I aro .09 ha (0.2S a=re) I

5-

AERATOR

NIGHT USE ONLY.

WATER

HYACINTHS
O

C3

v

' r

WATER

HYACINTHS

Clarification

Ponds are

.91 m deep

t3 ft)

1
•_9. 14 m (30 ft;_ [

[ .. I
EFFLUENT EFFLUENT

DUCKWEEDS

I
REQUIRE RIP-RAP

FOR REAERATION

OF EFFLUENT.

Figure 2. Water Hyacinth, Duckweed and a Combination Water Hyacinth-Duckweed

Sewage Treatment Systems Which Achieves Secondary to Tertiary Treat-

ment for Wastewater from 250-500 People.
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decreased bacterial activity during cold weather. Detention times of 15

and 5 days are proposed for the anaerobic lagoons in Figure 2 and 3 re-

spectively. When surface aerators are used, additional BOD removal at

the rate of 24 kg/ha/day can be achieved.

The designs shown in Figures 2 and 3 are based on influent waste-

water containing 150 mg/l BOD 5. These designs assume a 50% BOD 5 removal

in the first anaeroblc lagoon. Water hyacinth covered lagoons can be

expected to remove approximately I045 kg BOD5/hectare every seven days or

148 kg BODs/hectare/day based on the results of the experiments and field

data presented in this paper and an average standing crop of 220 mt/hec-

tare (iO0 ton/ac).

If tertiary standards must be met, the total nitrogen and phosphorus

must be reduced to 3 and I mg/l, respectively. Assuming a sewage Influ-

ent containing 35 mg/l kjeldahl nitrogen and 7 mg/l total phosphorus with

a dally increase and harvest rate of 5% plant mass, then the design in

Flgure 2 should achieve tertiary treatment levels for the waste of_250

people and Figure 3 for 1500 people. This is assuming a standing crop of

220 mt/hectares and a 0.91m (3 ft) depth in the elongated water hyacinth

lagoons shown in Figures 2 and 3. Total suspended solid concentrations

ar_ reduced by water hyacinth coverage due to shading effects and pos-

sibly nutrient reduction.

Plant material harvested from this type system can be processed into

usabl'e products. Studies at NASA have shown that the simplest product

produced from water hyacinths is compost, a complete plant growth media

produced by aerobic decomposition. Plants such as cucumbers, squash,

corn, tomatoes, peas, sorghum, etc., have been grown successfully using

decomposing water hyacinths as the sole source of sol1 and food.

Another potential product from the harvested biomass is methane.

Methane is produced by anaerobically digesting the _resh plant material.

(_urrent experiments at NSTL demonstrate that O.18 m 3 (6.3 ft 3) of methane

can be produced per dry kilogram of plant material in 24 days or less

digestion time at 37°C.

An engineering handbook on the construction of vascular aquatic

plant wastewater treatment systems will be available by January 1980.
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